Draft Proposal CB-36
This concept has been developed by the DOE Building Energy Codes Program (BECP) as a possible code change proposal to the Commercial provisions of the 2012 International Energy Conservation Code (IECC).   Interested parties are asked to submit any and all comments on DOE's initial concepts and draft code change proposals. For instructions on submitting comments, visit:

www.energycodes.gov/development/commercial/codes/iecc/concepts/
Lighting Controls in Sleeping Units (CB-36)

Objective:  Simplify the exception to the interior lighting power in sleeping units.

Suggested Code Change Proposal

Revise Exception 1.2 to Section C405.5.1 as follows:

Exceptions: 


1.2 Lighting in sleeping units lighting in hotels, motels, boarding houses or similar buildings.

(Remainder of the exception remains unchanged.)

Reason:  The definition of sleeping unit is such that there is no further need to delineate the building type where the unit is located.  In fact, the delineation suggests there are others that are not “similar” to hotels, motels, and boarding houses where the exception would not apply (e.g., dormitories).

Cost Impact:   There is no cost impact associated with this proposed change.

