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This draft public comment has been developed by the DOE Building Energy Codes Program (BECP) as a possible submittal related to a proposal to the Commercial provisions of the 2012 International Energy Conservation Code (IECC).   Interested parties are asked to submit any and all comments on DOE's draft public comments. For instructions on submitting comments, visit:
http://www.energycodes.gov/development/commercial/2015IECC
CE198-13 Approved as Submitted
Public Comment:
Name:  Jeremiah Williams, U.S. Department of Energy (jeremiah.williams@ee.doe.gov) 

Desired Action: Approval as Modified (AM)

Modify the proposal as follows:

C403.2.2 Equipment sizing.  The output capacity of heating and cooling equipment shall not exceed the loads calculated in accordance with Section C403.2.1.  A single piece of equipment providing both heating and cooling shall satisfy this provision for one function with the capacity for the other function as small as possible, within available equipment options.

Exceptions:
1.Required standby equipment and systems provided with controls and devices that allow such systems or equipment to operate automatically only when the primary equipment is not operating.

2.
Multiple units of the same equipment type with combined capacities exceeding the design load and provided with controls that have the capability to sequence the operation of each unit based on load
Commenter’s Reason:  As indicated in the original proposal, which received no opposing testimony at the first public hearing, there is a need to clarify that the provisions are written to apply to the output capacity of the equipment that provides heating or cooling functions.  In preparing the code change the reference to systems in the exception was missed and should also be addressed so the exception is technically consistent with the provisions to which the exception applies.
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